




Lead and Copper
(CCR Units)

Sample 
Date

No. of Samples 
Collected

90th Percentile 
Level Detected

No. Sites 
Exceeding AL AL PHG Typical Source

Lead (ppb) 2020 2 ND 0 15 0.2
Internal corrosion of household water 
plumbing systems; discharges from industrial 
manufacturers; erosion of natural deposits

Copper (ppm) 2020 2 ND 0 1.3 0.3
Internal corrosion of household plumbing  
systems; erosion of natural deposits; leaching 
from wood preservatives

Contaminants Sample 
Period

Highest No. 
of Detections

No. of Months 
in Violation MCL MCLG Typical Source of 

Bacteria

Total Coliform
(State Total Coliform 

Rule)
2020 0 0 1 positive monthly sample 0 Naturally present in 

the environment

Fecal Coliform or E. coli
(State Total Coliform 

Rule)
2020 0 0

A routine sample and a repeat sample are 
total coliform positive, and one of these is 
also fecal coliform or E. coli positive 

- Human and animal 
fecal waste

E. Coli
(Federal Revised Total 

Coliform Rule)
2020 0 0 (a) 0 Human and animal 

fecal waste

(a) �Routine and repeat samples are total coliform-positive and either is E. coli-positive or system fails to take repeat samples following E. coli-
positive routine sample or system fails to analyze total coliform-positive repeat sample for E. coli. 

Chemical or Constituent
(CRR Units)

Sample 
Date

Average 
Level

Range of 
Detections

MCL
[MRDL]

PHG
(MCLG)

[MRDLG]
MCL Violation Typical Source of Contaminant

Gross Alpha (pCi/L) 2020 ND ND 15 0 NO Erosion of natural deposits

Chemical or Constituent
(CRR Units)

Sample 
Date

Average 
Level

Range of 
Detections

MCL
[MRDL]

PHG
(MCLG)

[MRDLG]
MCL Violation Typical Source of Contaminant

Nitrate as N
(ppm) 2020 1.17 0.74 – 2.2 10 10 NO

Runoff and leaching from 
fertilizer use; erosion of 
natural deposits

Fluoride
(ppm) 2020 0.27 0.26 – 0.28 2.0 1 NO

Erosion of natural deposits; 
water additive that promotes 
strong teeth

Arsenic
(ppb) 2020 ND ND 10 0.004 NO

Erosion of natural deposits; 
runoff from orchards; glass 
and electronics production 
wastes

Hexavalent Chromium
(ppb) 2020 0.7 ND – 1.4 – 0.02 NO

Discharge from electroplating 
factories, leather tanneries, 
wood preservation, chemical 
synthesis, refractory 
production, and textile 
manufacturing facilities; 
erosion of natural deposits 

Chemical or Constituent
(CRR Units)

Sample 
Date

Average 
Level

Range of 
Detections

MCL
[MRDL]

PHG
(MCLG)

[MRDLG]
MCL Violation Typical Source of Contaminant

CI REs Total
(ppm) 2020 0.64 0 –1.4 4 4 NO Drinking water disinfectant 

added for treatment

Total Trihalomethanes 
- TTHM -

(ppm)
2020 1.52 ND – 2.6 80 N/A NO Byproduct of drinking water 

chlorination

Total Haloacetic Acids 
- HAA5 -

(ppm)
2020 ND ND 60 N/A NO Byproduct of drinking water 

disinfection

County of San Bernardino – CSA 64

Microbiological Contaminants

Radioactive Contaminants

Inorganic Contaminants

Disinfectant Byproducts and Chemical Disinfectant

PRIMARY DRINKING WATER STANDARDS



Chemical or Constituent
(CCR Units)

Sample 
Date

Average 
Level

Range of 
Detections

MCL
[MRDL]

PHG
(MCLG)

MCL 
Violation Typical Source of Contaminant

Odor Threshold
(Units) 2020 1 1 3 N/A NO Naturally occurring organic 

materials

Turbidity
(Units) 2020 0.02 ND – 0.4 5 N/A NO Soil runoff

Chloride
(ppm) 2020 18 18 500 N/A NO Runoff/leaching from natural 

deposits; seawater influence

Specific Conductance
(umhos/cm) 2020 270 270 1,600 N/A NO Substances that form ions when in 

water; seawater influence

Total Dissolved Solids/TDS
(ppm) 2020 150 150 1,000 N/A NO Runoff/leaching from natural 

deposits

Sulfate
(ppm) 2020 13 13 500 N/A NO Runoff/leaching from natural 

deposits

Chemical or Constituent Sample 
Date

Average 
Level

Range of 
Detections

MCL
[MRDL]

PHG
(MCLG) Typical Source of Contaminant

pH (Lab) 2020 8.3 8.3 N/A N/A N/A

Aggressive Index 2020 12 12 N/A N/A N/A

Alkalinity, Total (as CaCO3)
(mg/L) 2020 81 81 N/A N/A N/A

Bicarbonate (HCO3)  
(mg/L) 2020 99 99 N/A N/A N/A

Hardness, Total (as CaCO3)
(mg/L) 2020 81 81 N/A N/A N/A

Calcium (Ca)  
(mg/L) 2020 28 28 N/A N/A N/A

Magnesium (Mg)  
(mg/L) 2020 3.1 3.1 N/A N/A N/A

Potassium (K)  
(mg/L) 2020 1.3 1.3 N/A N/A N/A

Sodium (Na)  
(mg/L) 2020 25 25 N/A N/A N/A

Carbonate  
(mg/L) 2020 ND ND N/A N/A N/A

Total Anions  
(meq/L) 2020 2.6 2.6 N/A N/A N/A

Chemical or Constituent Sample 
Date

Average 
Level

Range of 
Detections

Notification 
Level Typical Source of Contaminant

Vanadium
(ppb) 2020 10.7 5.4 –16.0 50

The babies of some pregnant women who drink water 
containing vanadium in excess of the notification level 
may have an increased risk of developmental effects, 
based on studies in laboratory animals.

SECONDARY DRINKING WATER STANDARDS

ADDITIONAL CONSTITUENTS

DETECTION OF UNREGULATED CONSTITUENTS

Contaminant
(CCR Units)

Sample 
Date

Average 
Level

(PPM)

MCL  
(PPM)

PHG 
(PPB)

MCL 
Violation Health Effects Language Major Source in Drinking Water

1, 2, 3 - 
Trichloropropane 2020 ND 0.000005 0.0007 NO

Some people who drink 
water containing 1,2,3 
trichloropropane in excess 
of the MCL over many years 
may have an increased risk 
of getting cancer.

Discharge from industrial and 
agricultural chemicals factories; 
leaching from hazardous waste site; 
used as cleaning and maintenance 
solvent, paint and varnish remover, 
and cleaning and degreasing agent; 
byproduct during the production 
of other compounds and pesticides.

Synthetic Organic Contaminants including Pesticides and Herbicides



SHOULD CUSTOMERS BE CONCERNED?
Some people may be more vulnerable to contaminants in drinking 
water than the general population. Immuno-compromised persons 
such as persons with cancer undergoing chemotherapy, persons 
who have undergone organ transplants, people with HIV/AIDS or 
other immune system disorders, some elderly, and infants can be 
particularly at risk from infections. These people should seek advice 
about drinking water from their health care providers. USEPA/Centers 
for Disease Control (CDC) guidelines on appropriate means to lessen 
the risk of infection by Cryptosporidium and other microbiological 
contaminants are available from the Safe drinking water hotline at 
1-800-426-4791.

Sample Dates: The State allows us to monitor for some contaminants 
less than once per year because the concentrations of these 
contaminants do not change frequently. Some of our data, though 
representative, are more than one year old. 

Some people who drink water containing fluoride in excess of 
the federal MCL of 4mg/L over many years may get bone disease, 
including pain and tenderness of the bones. Children who drink 
water containing fluoride in excess of the State MCL of 2 mg/L may 
get mottled teeth. 

If present, elevated levels of lead can cause serious health problems, 
especially for pregnant women and young children. Lead in drinking 
water is primarily from materials and components associated with 
service lines and home plumbing. The Department is responsible for 
providing high quality drinking water, but cannot control the variety 
of materials used in plumbing components. When your water has 
been sitting for several hours, you can minimize the potential for lead 
exposure by flushing your tap for 30 seconds to 2 minutes before 
using water for drinking or cooking. If you are concerned about lead 
in your water, you may wish to have your water tested. Information 
on lead in drinking water, testing methods, and steps you can take 
to minimize exposure is available from the Safe Water Hotline or at 
http://www.epa.gov/safewater/lead.

Infants below the age of six months who drink water containing 
nitrate in excess of the MCL may quickly become seriously ill and, 
if untreated, may die because high nitrate levels can interfere with 
the capacity of the infant’s blood to carry oxygen. Symptoms include 
shortness of breath and blueness of the skin. High nitrate levels may 
also affect the oxygen-carrying ability of the blood of pregnant 
women.

Tier 3 Violation – Due to a variance in interpretation of State Water 
Regional Control Board (SWRCB) regulations, our water system failed 
to monitor a full bacteriological sample set from January 1, 2020, 
through January 3, 2020; therefore, was in procedural violation of the 
regulations. Please see the enclosed notice for additional information.


